Smoke and Carbon Monoxide Detector Locations

Smoke and Carbon Monoxide alarms required on each story, including basement.
Note: Specific placement of alarms are to be installed per manufacturer's specifications.

Smoke and Carbon Monoxide alarms required on each level.

Smoke alarm not required on lower level if there is one on the upper level.

Location of Smoke Alarms
2013 California Residential Code Sections R314, R315